Must Remain On Site

ARCHER CONSTRUCTION WILL MODIFY THE EXISTING FIRE SPRINKLER SYSTEM TO ACCOMODATE
THE NEW T.I. CEILING AND WALL LAYOUT. ARCHER CONSTRUCTION START POINT IS AT
CONNECTIONS TO OVERHEAD BRANCH AND MAIN PIPING. FIRE SPRINKLER UPRIGHT
PROTECTION IS NOT REQUIRED IN THE NON-COMBUSTIBLE CEILING VOID SPACE.
1. ALL AREAS PROTECTED BY AWET SYSTEM MUST BE MAINTAINED AT A MINIMUM OF 40°F (BY
OTHERS) IN ORDER TO PREVENT THE PIPE FROM FREEZING.
1. TAXES OF ANY TYPE.
2. ELECTRICAL OF ANY TYPE.
3. UNDERGROUND PIPING OF ANY TYPE
4. STRUCTURAL VERIFICATION & ABATEMENT OF ANY TYPE.
5. LABELING, PREP FOR & PRIMING OR PAINTING OF ANY TYPE.
6. RELOCATION OF PIPE FOR WORK OF OTHER TRADES,
7. NO MODIFICATIONS OR ALTERATION TO THE EXISTING FIRE SPRINKLER SYSTEM PIPING,
HANGERS/SUPPORTS AND EARTH QUAKE BRACING (EXCEPT AS SHOWN).
PER NFPA 13 (2010) & THE CITY OF KIRKLAND
EXISTING:
OFFICE - LIGHT HAZARD(.1/1500 SQ. FT)
NEW:
OFFICE - LIGHT HAZARD(.1/1500 SQ. FT)
THE DESIGN CRITERIA IS LESS THAN OR EQUAL TO THAT OF THE PREVIOUS OCCUPANT THUS
NEW HYDRAULIC CALCULATIONS ARE NOT NECESSARY.
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